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GENERAL INFORMATION 
 
 

8.  LIMITATIONS OF SERVICE CLASSIFICATIONS (Continued) 
 

8.3 STANDBY AND BUY-BACK SERVICES (Continued) 
 

A customer who operates a Qualifying Facility or a Qualifying Small Power Production Facility as 
defined under Part 292 of Title 18 of the Code of Federal Regulation and who desires to sell 
electrical energy or capacity to the Company may do so under Service Classification No. 15 of 
this Rate Schedule, or may contract with the Company for such service prior to providing such 
service.  Said contract shall be subject to Commission review and approval. 

  
8.4   EMERGENCY GENERATING FACILITIES 
 

The use of emergency generating equipment will be permitted to affected customers for the 
duration of an interruption of the Company's service, or a Company announced voltage reduction, 
or for necessary testing purposes, or when generating equipment is operated at the direction of 
the NYISO under NYISO Installed Capacity procedures for Special Case Resources, or when 
used as a load reduction measure under Rider L, provided that the customer's wiring and 
switching equipment are so arranged as to prevent feedback into the Company's lines or parallel 
operation of the emergency generator with the Company's electrical system, except for closed-
transition transfer switching where the term “closed-transition transfer” is characterized as a 
momentary make-before-break switching sequence. Before such emergency equipment is 
installed, the customer shall submit to the Company for its approval: 

 
 (A) a wiring diagram showing how the emergency generator would be connected to the 

building wiring, including the switching arrangements to prevent parallel operation, except 
as permitted above; and 

 
 (B) a statement in writing signed by the customer to the effect that the emergency generating 

facilities will be used only under the circumstances specified above.  Customers using 
emergency generating equipment under other than the above specified circumstances will 
be required to take service under Service Classification No. 25.  
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